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SECTION 15742 

 
ABSORPTION CHILLERS 

 
PART 1 DESIGN DIRECTIVES 
 
1.1 DESIGN CRITERIA 
 

A. Chillers shall be equipped with open communications protocol such as Lon Works, 
Modbus, or BACnet. 

 
 
PART 2 MATERIALS 
 
TO BE COMPLETED AT A LATER DATE 
 
 
PART 3 EXECUTION 
 
TO BE COMPLETED AT A LATER DATE 
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